
 
 

 

January 24, 2020 

 
Mr. Brian Mills  
Facilities Manager  
Absecon Board of Education  
800 Irelan Ave.  
Absecon, NJ 08201 
 
 
RE: Indoor Air Quality Investigation Report   
        Marsh Elementary School  
        Epic Project No. 20-1021 
 
 
Dear Mr. Mills: 
 
Epic Environmental Services, LLC (Epic) was retained by the Abscecon Board of Education 
(District) to perform an indoor air quality investigation at the Marsh Elementary School.   The 
investigation was comprised of six selected areas and consisted of visual observations and the 
collection of temperature and relative humidity data.  Additionally, an air sample for airborne 
mold spores was collected in each inspection area. 
 
The visual inspections focused on signs of moisture, water intrusion, and visible mold growth.    
 
Temperature and relative humidity data were compared to current New Jersey Indoor Air Quality 
and industry standards.      
 
Epic Environmental performed the inspection on January 22, 2020. 
 
Acceptable Temperature and Relative Humidity Criteria 
 

Acceptable Indoor Temperature Range:    68° - 79° Fahrenheit 
Ideal Relative Humidity Range:      30-60% 
 
The following rooms were initially inspected:   
 
300 Hall, 200 Hall, Room 305, Room 403, Child Study Team, Main Office 
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1/22/2020 
Observations, Comments, and Recommendations (Initial Inspections) 
Weather: Cloudy, 39° Fahrenheit, 33% Relative Humidity 
 
300 Hall 
No visible mold was observed. 
No evidence of recent water intrusion was observed. 
Relative humidity was below the ideal range (16%).  Temperature was within the acceptable range. 
Airborne mold spore concentrations at or below background (outside) concentrations. 
No recommendations were made at this time. 
 
200 Hall 
No visible mold was observed. 
No evidence of recent water intrusion was observed. 
Relative humidity was below the ideal range (17%).  Temperature was within the acceptable range. 
Airborne mold spore concentrations at or below background (outside) concentrations. 
No recommendations were made at this time. 
 
Room 305 
Visible mold was observed under the horseshoe table. 
Minor ceiling staining observed.   The source does not appear to be active. 
Relative humidity was below the ideal range (19%).  Temperature was within the acceptable range. 
Airborne mold spore concentrations at or below background (outside) concentrations. 
Recommendations to clean affected area(s) and to run air scrubbers were made to the district. 
 
Room 403 
Visible mold was under the horseshoe table and round table. 
Minor ceiling staining observed. 
Relative humidity was below the ideal range (15%).  Temperature was within the acceptable range. 
Airborne mold spore concentrations at or below background (outside) concentrations. 
Recommendations to clean affected area(s) and to run air scrubbers were made to the district. 
 
Child Study Team 
No visible mold was observed. 
No evidence of recent water intrusion was observed. 
Relative humidity was below the ideal range (13%).  Temperature was within the acceptable range. 
Airborne mold spore concentrations at or below background (outside) concentrations. 
No recommendations were made at this time. 
 
Main Office 
No visible mold was observed. 
No evidence of recent water intrusion was observed. 
Relative humidity was below the ideal range (12%).  Temperature was within the acceptable range. 
Airborne mold spore concentrations at or below background (outside) concentrations. 
No recommendations were made at this time. 
 
 
 
 
 







 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 




